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KEYED NOTES - PHASING
PRIOR TO ANY CONSTRUCTION ACTIVITY, CONTRACTOR SHALL PRESENT A CONSTRUCTION
SAFETY PLAN TO OWNER FOR REVIEW AND APPROVAL, INDICATING STRATEGY FOR
MAINTAINING PROTECTED EXIT EGRESS THROUGH CONSTRUCTION ZONE AS REQUIRED TO BE
MAINTAINED AT ALL TIMES. CONTRACTOR SHALL PROVIDE TEMPORARY ENCLOSURE WITH
LIGHTING AND FIRE SUPRESSION, PER APPLICABLE REQUIREMENTS. PROTECT ALL EXISTING
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KEYED NOTES - PHASING

1 PRIOR TO ANY CONSTRUCTION ACTIVITY, CONTRACTOR SHALL PRESENT A CONSTRUCTION
SAFETY PLAN TO OWNER FOR REVIEW AND APPROVAL, INDICATING STRATEGY FOR
MAINTAINING PROTECTED EXIT EGRESS THROUGH CONSTRUCTION ZONE AS REQUIRED TO BE
MAINTAINED AT ALL TIMES. CONTRACTOR SHALL PROVIDE TEMPORARY ENCLOSURE WITH
LIGHTING AND FIRE SUPRESSION, PER APPLICABLE REQUIREMENTS. PROTECT ALL EXISTING
CONSTRUCTION NOT INTENDED TO BE DEMOLISHED. ALL WORK IN EXISTING O.R. OR M.R.I., OR
ANY OTHER OPERATIONAL PART OF THE HOSPITAL, WILL NEED TO BE DONE ON NIGHTS OR
WEEKENDS, WITH THE APPROVAL OF THE C.O.R. CONTRACTOR SHALL SUBMIT A SAFTEY PLAN
TO THE COR BEFORE STARTING WORK.

2 SELECTIVE DEMOLITION AT STRUCTURAL INTERFACE WITH EXISTING. REMOVE FACE BRICK AT
FUTURE PENETRATIONS. LEAVE INTERIOR INTACT, AND MAINTAIN EXISTING CONSTRUCTION IN A
WEATHER TIGHT CONDITION. INFILL EXISTING WINDOWS WITH 2 HR FIRE AND SMOKE RATED
SHAFTWALL CONSTRUCTION PRIOR TO NEW CONSTRUCTION. MAINTAIN EXISTING ROOF AT
MECHANICAL ROOM UNTIL AREA IS ENCLOSED. COORDINATE CONTRACTOR ACCESS WITH
SECURITY OF UNIT AT SECOND FLOOR BEHAVIORAL HEALTH

3 SELECTIVE DEMO AT ELEVATOR SHAFT PRIOR TO FIT-OUT TEMPORARY RATED CONSTRUCTION
ZONE BOUNDARY (2HR FIRE AND SMOKE). ELEVATORS P17 AND P18 ARE NOT USABLE FOR
CONSTRUCTION. CONSTRUCTION ACCESS TO ALL NEW AREAS AND REMODEL AREAS SHALL BE
FROM AN EXTERIOR STAIR OR TEMPORARY CONSTRUCTION ELEVATOR. NO MATERIAL WILL BE

TRANSPORTED THROUGH EXISTING BUILDING. TN
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KEYED NOTES - ABATEMENT

CIRESRE)

HATCHING DENOTES FULL CONTAINMENT AREA FOR
ABATEMENT. REFER TO ABATEMENT PROJECT MANUAL FOR
DETAILED SCOPE OF ABATEMENT WORK TO BE PERFORMED.

HEPA FILTERED NEGATIVE AIR EXHAUST PROPERLY
SECURED IN EXISTING WINDOW. REMOVAL AND
RE-INSTALLATION OF WINDOWS SHALL BE THE
RESPONSIBILITY OF THE ABATEMENT CONTRACTOR.
NEGATIVE AIR EXHAUST IN CORRIDOR SPACES SHALL BE
RUN ABOVE THE CEILING WHERE CORRIDORS ARE TO
REMAIN AVAILABLE FOR USE. FIELD VERIFY WITH THE VPIH

AND THE OWNER.

FIVE STAGE PERSONNEL DECONTAMINATION UNIT.
HARD BARRIER WITH LOCKING DOOR(S).

TWO-STAGE WASTE LOAD-OUT.

GENERAL NOTES - ABATEMENT

COORDINATE ABATEMENT WORK WITH DEMOLITION WORK BEING
PERFORMED BY OTHERS. REFER TO CHRISTNER DEMOLITION
DRAWINGS FOR EXTENT OF DEMOLITION OPERATIONS.

THE ABATEMENT CONTRACTOR SHALL COORDINATE HIS WORK
WITH THE GENERAL CONTRACTOR PHASING PLAN PRIOR TO THE
START OF ANY WORK AND SHALL ADJUST AND/OR MODIFY HIS
SCHEDULE ACCORDINGLY AS A RESULT OF ADJUSTMENTS TO THE
PHASING PLAN. SUBMIT PROPOSED WORK SCHEDULE FOR
APPROVAL AND ATTEND REGULAR COORDINATION MEETINGS AS

REQUIRED.
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KEYED NOTES - ABATEMENT

CIRESRE)

HATCHING DENOTES FULL CONTAINMENT AREA FOR
ABATEMENT. REFER TO ABATEMENT PROJECT MANUAL FOR
DETAILED SCOPE OF ABATEMENT WORK TO BE PERFORMED.

HEPA FILTERED NEGATIVE AIR EXHAUST PROPERLY
SECURED IN EXISTING WINDOW. REMOVAL AND
RE-INSTALLATION OF WINDOWS SHALL BE THE
RESPONSIBILITY OF THE ABATEMENT CONTRACTOR.
NEGATIVE AIR EXHAUST IN CORRIDOR SPACES SHALL BE
RUN ABOVE THE CEILING WHERE CORRIDORS ARE TO
REMAIN AVAILABLE FOR USE. FIELD VERIFY WITH THE VPIH

AND THE OWNER.

FIVE STAGE PERSONNEL DECONTAMINATION UNIT.
HARD BARRIER WITH LOCKING DOOR(S).

TWO-STAGE WASTE LOAD-OUT.

GENERAL NOTES - ABATEMENT
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COORDINATE ABATEMENT WORK WITH DEMOLITION WORK BEING
PERFORMED BY OTHERS. REFER TO CHRISTNER DEMOLITION
DRAWINGS FOR EXTENT OF DEMOLITION OPERATIONS.

THE ABATEMENT CONTRACTOR SHALL COORDINATE HIS WORK
WITH THE GENERAL CONTRACTOR PHASING PLAN PRIOR TO THE
START OF ANY WORK AND SHALL ADJUST AND/OR MODIFY HIS
SCHEDULE ACCORDINGLY AS A RESULT OF ADJUSTMENTS TO THE
PHASING PLAN. SUBMIT PROPOSED WORK SCHEDULE FOR
APPROVAL AND ATTEND REGULAR COORDINATION MEETINGS AS

o
f j REQUIRED.
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